


Arizona Department of Environmental Quality 
Drinking Water Monitoring and Protection Unit 

Mail Code 5415B-2 
1 1 10 West Washington Street 

Phoenlx, AZ 85007 

Phone I 602-771-4641 I Date I August 8,2013 
IF3 Based upon data submitted by the water system, ADEQ has determined that this system is 

currentlv deliverina water that meets water aualitv standards rewired bv 40 CFR 1411Arizona ~ - 

Operation and Maintenance status i la1 No major deficiencies I UI Major deficiencies 
Date of last Sanitary Survey 1 10-19-1 I I Inspector 1 Deborah Schadewald-Kohler, PHX 
Major unresolved1ongoing operation and maintenance deficiencies: 

unable to maintain 2Opsi 
0 cross connectionlbackflow problems 

treatment deficiencies 0 ATC1AOC 
c] certified operator 

inadequate storage 
0: surface water treatment rule 

c] other = 

Comments: During the last sanitary silrvey, a recommendation was noted on operator compliance (the 

this system is currently dehering water that meets water quality standards required by 40 CFR 
1411Arizona Administrative Code, Title 18, Chapter 4, andlor PWS Is not in compliance. 
Based upon the operation and maintenance deficiencies noted above, ADEQ cannot determine if 

operator needs to be a Grade 2 operator for treatment). The current certified operator has a Water 
Treatment Grade 2 and a Distribution Grade 2 certification. 

Is an AOEQ administrative order in effect? ID lyes I El INo  
Comments: None 

l o  I 
I Adminiitrative Coie, Title 18, Chapter 4, and PWS is in compljance. - 

Based won tRe monitorina and reoorting deficiencies noted above, ADEQ cannot determine if 

I I 141/~rizona Administiative Cod;, Title 18, Chapter 4, andior PWS is not in compliance. J 
This compliance status repod does not guaraff tee the water 9uaMy for this system in the 6ture, 
and does not r e f k t  the status of any other water system owned by this utility company. 

Revised March 2009 



Arizona Department of Environmental Quality 
Drinking Watei Monitoring and Protection Unit 

Mail Code 54158-2 
I 110'West Washington Street 

Phoenix, AZ 85007 

inadequate storage 
surface water treatment rule 

treatment deficiencies 

Comments: During the last sanitary survey, a recommendation was noted on operator compliance (the 
operator needs to be a Grade 2 operator for treatment). The current certified operator has a Water 
Treatment Grade 2 and a Distribution Grade 2 certification. 

I J 

Ls an ADEQ administrative order in effect? 
Comments: None 

1u I Yes I €3 I No 

currently delivering water thatmeets water quality standards required by 40 CFR 14IIArizona 
Administrative Code, Title 18, Chapter 4, and PWS is in compliance. 
Based upon the monitoring and reporting deficiencies noted above, ADEQ cannot determine if 
this system is currently delivering water that meets water quality standards required by 40 CFR 
14llArizona Administrative Code, Title 18, Chapter 4, andlor PWS is not in compliance. 
Based upon the operation and maintenance deficiencies noted above, ADEQ cannot determine if 
this system is currently delivering water that meets water quality standards required by 40 CFR 
14VArizona Administrative Code, Title 18, Chapter 4, and/or PWS is not In compliance. 

+ 1 

This compliance status report does not guarantee the water quality for this system in the &titre, 
and does not reflect the status of any other water system owned by this utilfty company, 

Revised March 2009 



Arizona Department of Environmental Quality 
Drinking Water Monitoring and Protection Unit 

Mail Code 54 158-2 
1 I 10 .West Washington Street 

Phoenix, AZ 85007 

Operation and Maintenance status 
Date of last Sanltary Survey I 10-19-1 I 

. 

No major deficiencies I lJ1 Major deficiencies 
Inspector I Deborah Schadewald-Kohler, PHX 

0 Gabk to maintain 2Opsi 
0 cross connection/backflow problems 

treatment deficiencies 
certified operator 

c] inadequate storage 
c] surface water treatment rule 
c] ATClAOC 

other = 

Comments: During the last sanitary survey, a recommendation was noted on operator compliance (the 
operator needs to be a Grade 2 operator For treatment). The. current certified opefator has a Water 
Treatment Grade 2 and a Distribution Grade 2 certification.. 

Is an ADEQ administrative order in effect? In I Yes 1 I 1 No 
Comments: None 

This compliance status report does not guarantee the water quality for this system in the future, 
and does not r e f k t  the status of any other water system owned by this uffllty company. 

Revised March 2009 


